


ABBREVIATIONS:

SYMBOLS:

DUPLEX CONVENIENCE RECEPTACLE. 20A 125V. WALL
MOUNT DEVICE

DOUBLE DUPLEX CONVENIENCE RECEPTACLE

WIREMOLD WITH DOUBLE DUPLEX CONVENIENCE RECEPTACLE
AND DUAL JACK CATSE TELEPHONE/DATA QUTLET

DUPLEX CONVENIENCE RECEPTACLE. 20A 240V. WALL
MOUNT DEVICE

JUNCTION BOX

DISCONNECT SWITCH, NON—FUSED TYPE

24" X 24" HANDHOLE FOR POWER.

TRANSIENT VOLTAGE SURGE SUPPRESSOR

24" X 24 HANDHOLE FOR COMMUNICATION.

DUAL JACK CATSE TELEPHONE/DATA OUTLET

IQO-UDE—@§=#=@

COMMUNICATION CABINET

CONDUIT SLEEVE

SECURITY SYSTEM

SINGLE POLE SWITCH

SURFACE MOUNTED 1'x4" FIXTURE

SURFACE MOUNTED 1'x4’ EMERGENCY FIXTURE

WALL PACK FIXTURE

OCCUPANCY SENSOR

OCCUPANCY SENSOR OVERRIDE SWITCH

HOME RUN, 2#12, #12G, 3/4"C OR AS SHOWN
ON ONE LINE DIAGRAM, U.O.N.

HOT CONDUCTOR, NEUTRAL CONDUCTOR, GROUND.

2 HOT CONDUCTORS, GROUND.

AN

POWER PANEL

FIRE ALARM CONTROL PANEL

FIRE ALARM PULL STATION AND HORN STROBE
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SMOKE DETECTOR

1P ONE POLE

2P TWO POLE

3P THREE POLE

4P FOUR POLE

1P1W ONE POLE ONE WIRE
1P2W ONE POLE TWO WIRE
2P2W TWO POLE TWO WIRE
2P3W TWO POLE THREE WIRE
3P3W THREE POLE THREE WIRE
3Paw THREE POLE FOUR WIRE
4P4wW FOUR POLE FOUR WIRE

A AMPERES

AC ALTERNATING CURRENT

AF AMPERE FUSE OR AMPERE FRAME
AFC ABOVE FINISHED COUNTER
AFF ABOVE FINISHED FLOOR
AFG ABOVE FINISHED GRADE
AC AMPERES INTERRUPTING CAPACITY
AT AMPERES TRIP

BFG BELOW FINISHED GRADE

C CONDUIT

CB CIRCUIT BREAKER

CKT CIRCUIT

cT CURRENT TRANSFORMER
DS DISCONNECT SWITCH

EC ELECTRICAL CONTRACTOR
EOL END OF LINE

EX EXISTING

FA FIRE ALARM

G GROUND

GFC GROUND FAULT CIRCUIT INTERRUPTER
HOA HAND OFF AUTOMATIC
HLOA HIGH LOW OFF AUTOMATIC
HZ HERTZ (CYCLES PER SECOND)
IG ISOLATED GROUND

JB JUNCTION BOX

KVA KILOVOLT AMPERES

KW KILOWATT

LTG LIGHTING

MC MECHANICAL CONTRACTOR
MCB MAIN CIRCUIT BREAKER
MLO MAIN LUGS ONLY

MFR MANUFACTURER

MV MEDIUM VOLTAGE

NC NORMALLY CLOSED

NEC NATIONAL ELECTRICAL CODE
NIC NOT IN CONTRACT

NL NIGHT LIGHT (UNSWITCHED)
NO NORMALLY OPEN

0C ON CENTER

oL OVERLOADS

P POLE

¢ OR PH PHASE

PV POST INDICATING VALVE
RCPT RECEPTACLE

RM ROOM

SN SOLID NEUTRAL

SwW SWITCH

TBP TO BE PROVIDED

TR TO REMAIN

TBR TO BE REMOVED

TYP TYPICAL

UG UNDERGROUND

UON UNLESS OTHERWISE NOTED
v VOLTS

w WIRE

WP WEATHERPROOF

+72 MOUNTING UNITS CENTERLINE ABOVE FINISHED FLOOR

LID TO BE FLUSH WITH FINISHED GRARE.

#53 COMPACTED STONE BASE

FINISHED, GRADE

AS REQUIRED TO GET
ENCLOSURE FLUSH WITH

<

HANDHOLE
BELOW GRADE

EARTH BACKFILL

FINISH GRADE PER PLAN
L

T¥UNDISTURBED SUBGRADE

OPEN-BOTTOMED HANDHOLE
/2> ELEVATION VIEW DETAIL

TOO1 / sCALE: NONE

1\ TELECOM GROUND BUS BAR DETAIL

TOO1 / sCALE: NONE

3/8-16 UNC X 2 3/4 [70] LONG
HEX HEAD BOLT

J

1/2
2P

g

J) e

SKID RESISTANT
SURFACE MS-86

PLAN NOTES:

AMV 1/4" X 1" ELECTROLYTIC TOUGH PITCH COPPER ALLOY 110 BAR.

AMV (6) 10-32 TAPPED HOLES DESIGNED TO FIT ONE HOLE LUGS PER FOOT.

AMV (4) .281 PUNCHED HOLES DESIGNED TO FIT ONE HOLE LUGS PER FOOT.

AMV (2) 1/4-20 TAPPED HOLES DESIGNED TO FIT ONE HOLE LUGS PER FOOT.
@ #11/16WINS INSULATORS AND SCREWS 24" 0.C.

[13] X 4 [102] PULL SLOT

W/81/4 [6] CENTER PIN

LACES

@5/8 [16] THRU. HOLE
W/e1 1/4 [32] X 1/2 [13]
DEEP COUNTERBORE

2 PLACES
QUAZITE L0GO TTEM PART NO. [ WT. [INT. OW.
GASKETED HEAVY DUTY
SOUID BOTTOM W/GASKET | Po2424DG24 | 178 |24 1/8°

3/8-16 UNC SELF ALIGNING,
REPLACEABLE S.S. EZ-NUT
2 PLACES

1/8 [3] NEOPRENE GASKET

1. LOGO TO BE "ELECTRICAL".

2. THIS ASSEMBLY IS RATED FOR A STATIC DESIGN LOAD OF
15,000 LBS. [66,720 N] OVER A 10 [254] X 10 [254]
AREA AND MUST PASS A MIN. STATIC TEST LOAD OF

S~ 1/2-13 UNC 22,500 LBS. [100,085 N].
LIFTING BOLTS 3. DIMENSIONS IN BRACKETS ARE IN MILLIMETERS UNLESS
4 PLACES OTHERWISE SPECIFIED.
PG2424DG24

3\ 24" x 24" QUAZITE BOX HANDHOLE DETAIL

TOO1 /| sCALE: NONE
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